A

Top of

Support PL SECT |ON A'A

15

steel

L N

Support PL

OF

Special
diaphragm PL

Top of

Special
diaphragm PL

steel deck

M22 HS bolts
@ 100

deck

PL 20x100

CJP

Exterior barrier PL

PL 20x100 @ |%

CJP

Exterior barrier PL

22 Dia A449
anchor bolts

Top of

CONTRACT CHANGE ORDER NO. ____
SHEET

Exterior barrier PL
(far side)

12

Deck PL
AL\

See
sheet for

12

"Barrier Details No.5"
limits on notch
of barrier plates

SECTION B-B

1:5

REQUESTS FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN IN FORCE

SECTION E-E

185

Detall A

/

channell

Top o
steel

PL 20x100

%mmﬁﬂ/// SECTION C-C Zk

1:5

f
deck

22 Dia A449
anchor bolts
(see Note 5)

’ Z._.k_ES

(€]
(@]

SECTION F-F

R 25x200
,/. |

'_'_'_“:YSI:Iik

1:5

ALL DIMENSIONS ARE IN
MILL IMETERS UNLESS OTHERWISE SHOWN

OMETER POST | SHEET] TOT

pist| county | route [SONEEER TR |PNe. |ankeTs

04 SF 80 13.2/13.9 |[894R2| 1204
Exterior etric
barrier PL

“ “ ‘\\J);—y;. —'42—\7 ’1!%1’
REGISTERED ENGINEER - CIVIL
12-6-04

PLANS APPROVAL DATE
The State of California or its officers or agents
shal | not be responsible for the accuracy or

completeness of electronic copies of this plan sheet.

T.Y.LIN / MOFFATT & NICHOL
825 BATTERY STREET
SAN FRANCISCO, CA 94111

Caltrans now has a web site! To get to the web site, go fo: http://www.dot.cagov

Top of
steel deck
PL 20x100
Exterior
M22 HS bolts bent PL
@ 100
Eo
o) R
0O N
\\“-——::E:::::::
N
Interior
bent PL
CJP
DETAIL A
No Scale

NOTES:

I. Deck plate, support plate, diverter plate, support
channel and consol idated concrete are parts of
expansion joint. For details, see "Seismic Joint" plans.

2. Weld discontinuous ribs to each face of diaphragm.
Cope ribs as needed to clear interior barrier plate.

3. To access anchor bolts at the support diaphragms, the
Contractor may at his option provide 200 wide x 400
high handholes with 8 mm cover plates with M6 cap
screws at the back of the barrier and 100 from the
support diaphragms. Anchor bolt nuts may be wrench-
tightened and shal |l have lock nuts.

PS&[E

For nut keeper details, see "West Jacking Frame
ZCX Details No. |" sheet.

To access anchor bolts at the support diaphragms,
the Contractor may, at his option, provide 200 wide

by 400 high handholes with 8mm cover plates with
M6 cap screws at the back of the barrier and 100
from the support diagphragms. Anchor bolt nuts may
be wrench-tightened and shall have lock nuts.
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